A thyristor-controlled series capacitor (TCSC) is employed to a transmission line in order to enhance the usable capacity of the present as well as upgraded lines, improve system stability, reduce losses, and improve power flow control capability. However, in an abnormal situation, the TCSC may transit from the existing operation mode to the other mode according to its control system and protection strategy. There is much difference in the impedance of the TCSC between each mode. This threatens the reliability of the conventional protection system, especially the distance relay, that works based on the measurement of line impedance. In this paper, we suggest a new protection scheme for a distance relay of a transmission line equipped with a TCSC. In the suggested method, in order to mitigate the effect of the TCSC in the fault loop, the TCSC injected voltage is subtracted from the measured phase voltage before supplying the voltage signal to the distance relay. The suggested scheme was verified by a real time digital simulator (RTDS)-based closed-loop test bed of a protective relay. The effect of the TCSC in the fault loop was completely mitigated. The distance relay works properly with the suggested scheme.
Introduction
In recent years, the increase in power demands requires the expansion of power generation and transmission. However, the expansion meets the limit due to environment and resource restriction. To overcome this problem, flexible alternating current transmission system (FACTS) technology, such as thyristor-controlled series capacitors (TCSC) and high voltage alternating current (HVDC), is one of the possible solutions because it enhances the usable capacity of the transmission facilities and system reliability. TCSC is one of the most critical devices in the FACTS family. By compensating the transmission line impedance, the TCSC enhances the power transfer capability and opens up the power control capability for the present and upgraded lines [1] [2] [3] .
A TCSC consists of a capacitor (C) connected in parallel with a thyristor-controlled reactor (TCR). The TCSC module also has different protective elements, such as a metal oxide varistor (MOV) or a bypass circuit breaker (CB), connected in parallel with its main circuit. The TCSC has four operation modes: bypassed-thyristor mode, blocked-thyristor mode, capacitive vernier mode, and inductive vernier mode. In normal operation, the TCSC is operated at the capacitive vernier mode to compensate the transmission line impedance [4] . In order to protect the TCSC capacitor from over-voltage, the MOV connected in parallel with the TCSC capacitor will operate. Besides this, in some severe situation like faults or equipment malfunctions, if the MOV cannot handle the TCSC capacitor over-voltage completely, the bypass CB will close to bypass the high current. The bypass CB is also activated when the energy of the MOV exceeds its certain threshold level.
During a fault, different operation modes could incorporate with the TCSC protection equipment. Therefore, the operation modes are as follows: blocked mode with/without MOV, capacitive mode with/without MOV, TCSC bypass, CB bypass.
Depending on the pre-fault and fault conditions, the TCSC may switch from the existing mode to the other mode according to its control and protection strategy. There is much difference in the impedance of the TCSC between each mode, so the transition from one mode to another may cause malfunctions of the conventional distance relay, such as forward over-reach, reverse over-reach, and direction malfunction [5] .
Many research papers have indicated that the TCSC affects the protection of its line as well as the protection of adjacent lines. The problems are over-reach, miscoordination in primary and backup protections, and directional malfunction [6] [7] [8] . Some approaches have been introduced to overcome the problems. In Ref. [7] , the authors introduced a new setting for a distance relay, in which the new setting impedance was set to the conventional setting impedance minus the biggest compensated reactance of the TCSC. This method can reduce the misoperation of the distance relay in the external fault and reverse direction fault, however, the protection range is reduced. In Ref. [9] , the authors introduced the distance protection setting method based on the modified particle swarm optimization (MPSO) techniques. The MPSO was used to calculate the distance relay setting for the inductive and capacitive modes of the TCSC. However, how the distance relay works with two different settings, and the adjustment of the relay setting when the TCSC changes from the boost modes (inductive and capacitive) to the bypass mode, or when the operation modes are incorporated with the protection equipment was not discussed. Reference [10] described a new high-speed MHO distance protection scheme for single-line-to-ground faults in the TCSC line. In this scheme, the TCSC reactance is subtracted from the total fault impedance to mitigate the effect of the TCSC in the fault loop. However, the TCSC reactance was defined based on the firing angle from the TCSC, so the TCSC impedance will not be estimated correctly when the protection equipment, like the MOV or bypass CB, operates. In Ref. [11] , modified communication-aided distance protection schemes were introduced. However, the protection zone of those methods is just the main protected line; they cannot be used as back-up protection for the adjacent lines. In Ref. [12] , the average voltage and current-based fast protection scheme for detecting the fault direction was introduced. [13] presented an impedance measurement at multiple frequencies for detecting whether or not the series capacitor is in the fault loop. The detection of a TCSC in the fault loop was not discussed in detail. In Ref. [14] , in order to eliminate the effect of the TCSC, a fault current limiter (FCL) was supposed to be installed in series with the TCSC. With this method, an additional device is needed. In conclusion, the impedance measurements-based protection schemes still have some problems. They are not able to overcome the mal-operation of the distance relay in all possible operation modes of the TCSC. The protection range is reduced or the back-up protection function for the adjacent lines is lost. After all, the installation of TCSC in a transmission system will threaten the reliability and security of the power system if the existing protection system of the transmission line is not adjusted or replaced.
So, in this paper, we suggest a new protection scheme named as the voltage compensator scheme for a transmission line equipped with a TCSC. This method can eliminate the effect of the TCSC in the fault loop and secure the proper operation of the distance relay in all possible operation modes of the TCSC without modifying the relay setting. In the suggested method, the TCSC injected voltage is subtracted from the measured phase voltage to eliminate the effect of the TCSC in the fault loop. We also implemented a real time digital simulator (RTDS)-based closed-loop test of a protective relay that incorporates a commercial protective relay device with the simulated utility grid system to verify the suggested method.
The simulation demonstrated that the effect of TCSC in the fault loop was completely mitigated and the distance relay works properly with the suggested scheme.
The Operating Principle and Parameters of TCSC

The Operating Principle of TCSC
There are four operation modes of a TCSC: bypassed-thyristor mode, blocked-thyristor mode, capacitive vernier mode, and inductive vernier mode. In the bypassed mode, the thyristors conduct entirely with a conduction angle of 180 • . The TCSC module behaves like a parallel capacitor-inductor combination. In the blocked-thyristor mode, the TCSC controller blocks the firing pulses to the thyristor valves. The thyristor current is zero. It is also known as the waiting mode. The capacitive vernier mode allows the TCSC to behave as a continuously controllable capacitive reactance. In this mode, the TCSC controller will adjust the thyristor firing angle in a proper range. In the inductive vernier mode, the TCSC behaves as a continuously controllable inductive reactance. In general, the inductive vernier mode is not used.
In order to protect the TCSC capacitor from over-voltage, the MOV that is connected in parallel with the TCSC capacitor will operate. Also, in some severe situations, like faults or equipment malfunctions, if the MOV cannot handle the TCSC capacitor over-voltage completely, the bypass CB installed across the TCSC module will close to bypass the high current. This mode is also activated when the energy of the MOV exceeds its certain threshold level. Figure 1 shows the configuration of a 345 kV transmission system, including a series compensation device. The series compensation device is composed of an FSC and a TCSC. The FSC and TCSC have their MOVs. The bypass CB is across both the FSC and TCSC to protect them from over-voltage. Figure 2 shows the mode sequence of the FSC and TCSC during a fault. If the fault current is more significant than 1.5 times the rated current, the TCSC will change to the bypassed-TCSC mode. If the fault current is more significant than 2.2 times the rated current or the energy of the FSC MOV or TCSC MOV exceeds the threshold value, the TCSC will switch to the bypassed-CB mode. During a fault, different modes of operation could incorporate with the TCSC protection equipment. The possible operation modes and the TCSC impedance characteristics are summarized in Table 1 . Table 1 . Operation modes of the TCSC and its impedance characteristics.
No
Mode Impedance Characteristics
TCSC Bypass -jX C in parallel with jX L 6 CB Bypass~0
Configuration of the 345 kV Transmission System equipped with the TCSC
The 345 kV test power system equipped with a 345 kV TCSC is depicted in Figure 1 . The system includes two transmission lines and three buses. Bus A is connected to a sending source, and bus C is connected to a receiving source. The phase angle difference between the sending and receiving sources causes the power flow in the system. The lengths of line 1 and line 2 are 200 km and 100 km, respectively. Moreover, their distributed parameters are summarized in Table 2 . Series compensation devices include the FSC and TCSC. The capacitance of the FSC capacitor is 90.35 µF, corresponding to 40% compensation degree. The compensation devices are located in the middle of line 1. As shown in Figure 1 , the typical configuration of a TCSC includes two critical parts. One is the controllable-segment, which is composed of a fixed capacitor (FC) and a TCR. The other is protection devices, including the metal oxide varistor (MOV) and bypass CB branch. Table 3 shows the parameters  of the 345 kV TCSC, and Table 4 shows its operating characteristics [15] . The FSC and TCSC are equipped with two MOVs and a bypass CB as protective devices. MOV is a voltage-dependent, nonlinear resistor that can provide a new path for bypassing the fault current when the TCSC or FSC capacitor over-voltage occurs. The following exponential equation represents the MOV voltage (v)-current (i) characteristic [8, 16] :
where i MOV and v MOV are the MOV current and voltage, respectively, I ref and V ref are the reference quantities, n is the exponent of the characteristics. A circuit breaker (CB) is installed across both the FSC and the TCSC to bypass it if a very high fault current or malfunction occurs. Moreover, a current limiting inductor, L d , is installed in series with the bypass CB to limit the fault current. Table 5 represents the parameters of MOVs and bypass CB branch. Figure 3 shows the block diagram of a typical TCSC controller. The TCSC controller is based on a proportional-integral (PI) regulator. It can be operated in the constant-impedance control, constant-current control, or power control [17] . 
Design of New Protection Scheme for the Transmission System Equipped with the TCSC
The Influence of TCSC on Distance Protection of the Transmission Line
As shown in Figure 1 , the TCSC is in the middle of the transmission line 1. The impedance beyond the TCSC is measured by the relay RA1 at the bus A of line 1, as [5] :
where Z m is the impedance measured by the relay (Ω), d is the fault location (pu), Z TCSC is the TCSC impedance (Ω), and Z 1L1 is the positive-sequence impedance of line 1 (Ω). Dividing both sides of (2) by Z' m = dZ 1L1 , we obtain:
where k = Z TCSC /Z 1L1 . k represents the compensation degree when the TCSC is operated in the capacitive mode. Figure 4 shows Z m /Z' m versus k for different values of fault location d. The figure indicates that the influence of a TCSC is critical to both reach and directionality of relay. For example, in the case of 50% compensation factor, when the fault occurs at the remote end of the line, i.e., d = 1.0, the relay over-reaches and Z m = 0.5Z 1L1 instead of Z 1L1 . As seen in Figure 4 , for 0.5 < d < 0.55, the relay would not see the fault in a forward direction, even for a normal operating point, before the TCSC mode changes. In the bypass mode, Z TCSC is positive, and the relay under-reaches slightly. Table 6 indicates the operation of distance relay under the different operation modes of the TCSC. 
Then, the impedance measured by the relay is re-calculated. Figure 5a presents the sequence network interconnections of a phase-to-phase fault. For a phase-to-phase fault between phase B and phase C beyond the TCSC, phase B and C fault current are calculated as:
where operator a = e j120 • , I 1, and I 2 are positive-and negative-sequence components of the line current, respectively. The sequence components of the voltage measured by the relay are:
where Z 1L1 and Z 2L1 are the positive-and negative-sequence components of line 1 impedance, respectively, and Z 1TCSC and Z 2TCSC are the positive-and negative-sequence components of the TCSC impedance, respectively. Thus, we have:
Phase B and phase C voltage are calculated as:
When the voltage across the TCSC is subtracted from the measured phase voltage, the impedance measured by the relay is:
Figure 5b presents the sequence network interconnections of a single-line-to-ground fault. The sequence components of the voltage measured by the relay are:
where Z 0L1 and Z 0TCSC are the zero-sequence component of the line impedance and TCSC impedance, respectively. V 1TCSC , V 2TCSC , and V 0TCSC are the sequence components (positive, negative, and zero) of the TCSC voltage.
In the case of the single-line-to-ground fault, the zero-sequence current (I 0 ), the positive-sequence current (I 1 ), and the negative-sequence current (I 2 ) are equal, and Z 1L1 is supposed to equal Z 2L1 , so that we can have:
The zero-sequence compensation (ZSC) factor is defined as:
Finally, we have:
For the three-phase fault and the double phase-to-ground fault, the obtained result is the same as equation (9) . Equations (9) and (14) demonstrate that the impedance measured by the relay is proportional to the distance from the fault point to the relay location only if the TCSC voltage is subtracted from the measured phase voltage. So, with the voltage compensator scheme, the setting for a distance relay of a transmission line equipped with a TCSC is designed based on the same manner that we use for the distance relay of the transmission line without the TCSC. 
Detection of the TCSC in the Fault Loop
We consider the relay RA1 of line 1, as shown in Figure 1 . When a fault occurs between the relay and the TCSC, the TCSC will not affect the impedance measurement of the relay RA1. However, if a fault occurs beyond the TCSC, the corresponding voltage across the TCSC (v TCSC (t)) should be subtracted from the measured phase voltage v(t) in order to mitigate the effect of TCSC, as described in Section 3.2.1. Thus, it is necessary to develop an algorithm that can detect whether the TCSC is inside or outside of the fault loop in order to decide when the voltage across TCSC should be compensated.
Two current transformers (CT) with the same type and ratio are installed at the bus A and the middle of line 1, as shown in Figure 6 . When the fault occurs beyond the TCSC or the TCSC is in the fault loop, the operating current (I OP ) flowing through the over-current relay (OC) is very small but not zero, due to the non-homogeneous characteristics of the CTs, as described in Figure 6a . When a fault occurs between the bus A and the series compensation devices, the operating current (I OP ) is the sum of the input current feeding the fault, and it is quite significant. In this case, the TCSC is out of the fault loop, as depicted in Figure 6b . Based on this, we proposed the control logic in Figure 7 . When I OP is higher or equal the threshold value, the output signal of the comparator (Ctrl) is 1-this means that the TCSC is out of the control loop. Thus, compensated voltage (v com (t)) equals the phase voltage (v(t)). In contrast, when the TCSC is in the fault loop, "Ctrl" is 0 and the compensated voltage (v com (t)) equals phase voltage (v(t)) minus the TCSC voltage (v TCSC (t)). 
Distance Relay Setting
For the test system in Figure 1 , the main setting design of the distance relay RA1 is presented in Table 7 . Z 1L1 and Z 0L1 denote the positive-and zero-sequence impedances of the transmission line 1, respectively. Z 1L2 is the positive-sequence impedance of the transmission line 2 in Figure 1 .
RTDS-Based Closed-Loop Test Bed of a Distance Relay
In order to confirm the suggested protection scheme, we performed the RTDS-based hardware in the loop simulation of a protective relay. As shown in Figure 8 , the RTDS-based closed-loop test of a protective relay includes the test power system modeling using RTDS, fault detection, and feedback of the operation signals of the circuit breakers in the RTDS [18] . (1) The test power system modeling using RTDS The test power system, including transmission lines, voltage sources, and circuit breaker (CB), is modeled using the RTDS library standard components. The models of the 345 kV FSC and TCSC were also developed and modeled in the RTDS.
(2) Fault detection The current and voltage signals generated from RTDS are sent to the processing module of the relay via the gigabit transceiver analog output (GTAO) card of the RTDS and low-level test interface of an SEL-411L. Based on these signals, the practical relay SEL-411L will detect whether a fault occurs in the system. The TCSC voltage compensator scheme was developed and implemented in a real-time simulation environment (RTDS). Only the compensated voltages are sent to the relay SEL-411L.
(3) Feedback of the operation signals of the circuit breakers in the RTDS The "OPEN" and "CLOSE" signals are sent from the relay to the RTDS via the gigabit transceiver digital input (GTDI) card. In this study, the relay model SEL-411L of Schweitzer Engineering Laboratories was incorporated with the test system model in the RTDS via the interface cards. Figure 9 depicts the RTDS modeling of the 345 kV test power system with the FSC and the TCSC. 
Results and Discussion
The Test Results
In order to demonstrate the effectiveness of the proposed scheme, the operating characteristics of the protection relay RA1 with both the conventional and proposed schemes were analyzed with different fault types and fault location along line AB and line BC. Within this study, the fault resistance was assumed to be a constant of 0.001 ohms. Before the fault, the TCSC was being operated under the capacitive mode, and its percentage compensation (k TCSC ) was 10%. The percentage compensation of the FSC (k FSC ) was a constant of 40%-the total compensation was 50%. Figure 10 represents the analysis of operating characteristics of the protection relay RA1 for the three-phase fault in the middle of line 1 beyond the TCSC. Although the protection relay RA1 trips at zone 1 for both the conventional and proposed schemes, the measured impedances by the relay for both cases were different due to the injection of TCSC impedance. Figure 11 indicates the analysis of the operating characteristics of the protection relay RA1 in the cases without and with the voltage compensator scheme during the fault at the remote end of line 1. In the case without the voltage compensator scheme, although the fault occured at the remote end of line 1, measured impedance was about 50% of the total line 1 impedance. Thus, relay over-reaches, and it trips at zone 1 simultaneously, as shown in Figure 11a . However, as presented in Figure 11b , the measured impedance equals the total line 1 impedance. The relay trips at zone 2 with 21 cycles time delay. These results prove the correctness of the proposed voltage compensator scheme. Table 8 represents the results obtained for different fault types, fault location, and power system configurations of Figure 1 . The results were obtained by using the RTDS-based closed-loop test of the commercial protective relay SEL-411L. For each fault point, four different fault types (three-phase, phase-to-phase, two-phase-to-ground, and single phase-to-ground) were checked. It was assumed that load always flows from left to right.
The impact of TCSC in the protection relay is summarized in Table 8 , column "original protection scheme". The commercial relay RA1 recorded the fault as three-phase instantaneous Zone 1 with the fault location up to +90% of line 2. This means that relay RA1 has significant over-reach for the forward faults. The same results were obtained for the other fault types (phase-to-phase, two-phase-to-ground). Zone 1 of RA1 has been extended beyond its setting at 85% of line 1. The overshoot of the control system after the fault could increase the degree of compensation and could make the over-reach of the distance relay more serious. Zone extensions of the phase-to-ground fault are only up to 50% of line 2.
However, as represented in Table 8 , column "voltage compensator scheme", when the voltage compensator scheme is applied, the impact of TCSC on distance protection is eliminated. Also, the RA1 operates properly, as designed. RA1 trips simultaneously at Zone 1 for all fault types up to 85% of line 1. It trips at Zone 2 for faults occurring at 85% of line 2 to 50% of line 3. If the fault point is beyond 50% of line 2, the RA1 trips in Zone 3. In Table 8 , "Inst." stands for "instantaneous". It means that the relay operates instantaneously. And "time" means that the relay operates with time delay. "ABC", "AB", and "ABG" denote three-phase fault, phase-to-phase fault and two-phase-to-ground fault, respectively. "AG" means single-line-to-ground fault. 
Discussion
In this paper, the authors proposed the voltage compensator scheme to overcome the problems of the distance protection for a transmission line equipped with a TCSC. The suggested method includes the following contents.
1. In order to mitigate the impact of the TCSC in the fault loop, the TCSC injected voltage was subtracted from the measured phase voltage to obtain the compensated phase voltage. Then, the compensated phase voltage was inputted to the relay instead of the measured phase voltage.
Thus, the voltage across the TCSC should be measured and sent to the relay via a communication channel. However, the voltage across the series FACT devices, like TCSC, can be estimated based on the locally available line current using the artificial neural network (ANN), as presented in [19] . With the second approach, the communication channel can be ignored.
2. Moreover, the TCSC injected voltage was subtracted from the measured phase voltage only when the TCSC belonged to the fault loop. Thus, we needed an algorithm that could detect whether or not the TCSC is in the fault loop. Inspired by the differential protection scheme, we suggested the detection of the TCSC in the fault loop algorithm and control logic in Section 3.2.2. However, another method can be used, as presented in [13] . A method of line impedance measurement at multiple frequencies revealed that it is possible to figure out whether or not the series compensated device is in the fault loop.
3. In this paper, the compensated phase voltage was implemented in the RTDS and inputted directly to the processing module of the relay SEL-411L. The conventional distance relay needs to be upgraded to handle the subtraction v(t) − v TCSC (t) and addition control logic presented in Section 3.2.2.
The proposed method can mitigate the effect of the TCSC in the fault loop and secure the proper operation of distance relay in all possible operation modes of the TCSC without modifying the relay setting. However, the drawback of the proposed method is that a communication channel and additional protection devices are needed. We think that the proposed method is very close to practical.
In order to verify the proposed scheme, we only used the MHO distance relay for testing the relay RA1. In the future, quadrilateral and polygonal characteristics of distance relay are expected to be implemented to verify the proposed scheme. The reverse protection function of distance relay or the effect of the fault resistance will be considered in future work.
Conclusions
In this paper, the authors analyzed the impact of a TCSC on the protection of transmission systems during a fault. The analysis was done by the detailed modeling of the power system and the FSC and TCSC using RTDS and the RTDS-based closed-loop test bed of a commercial protective relay. The operation characteristics of the affected distance relay were analyzed in both cases: the conventional protection scheme and the suggested voltage compensator scheme. The results indicate that the TCSC had a significant impact on the distance protection, like over-reach. However, the suggested voltage compensator scheme that subtracts the voltage across the TCSC from the measured phase voltage can overcome these problems well. It was confirmed successfully using the RTDS-based closed-loop test of the SEL-411L. The distance relay employed the suggested voltage compensator scheme operated adequately in all cases. 
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